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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |:|Add to read as follows |Z| Delete and substitute as follows |:| Delete without substitution

E3901.4.5 Receptacle outlet location. B :
Receptacle outlets shall be located above, but not more than 20 in. above the countertoo Receptacle outlets shaII not be |nstaIIed
in a face-up position in the work surfaces or countertops. Receptacle outlets rendered not readily accessible by appliances fastened
in place, appliance garages, sinks or rangetops as addressed in the exception to Section E3901.4.1, or appliances occupying
dedicated space shall not be considered as these required outlets.

REASON AND FISCAL IMPACT

Brought forward from the 2005 IRC and is verbatim from the 2009 NEC.

REVIEW RECOMMENDATION

Approve

Disapprove

Approve as amended

Further Study




